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CHAPTER 224
ABOVEGROUND PETROLEUM STORAGE TANKS

661—224.1(101) ScopeThese rules apply to aboveground petroleum storage tanks, as defined in
lowa Code section 101.21.

661—224.2(101) Definition.The following definition applies to the rules in this chapter:

“Abovegroundpetioleumstorage tank’means one or a combination of tanks, including connecting
pipes connected to the tanks which are used to contain an accumulation of petroleum and the volume
which, including the volume of the underground pipes, is more than 90 percent above the surface of th
ground. Aboveground petroleum storage tank does not include any of the following:

1. Aboveground tanks of 1100 gallons or less capacity.

2. Tanks used for storing heating oil for consumptive use on the premises where stored.

3. Underground storage tanks as defined by lowa Code section 455B.471.

4. A flow-through process tank, or a tank containing a regulated substance, other than motor fuel
used for transportation purposes, for use as part of a manufacturing process, system, or facility.

661—224.3(101) ComplianceAny tank subject to the provisions of this chapter shall be in com-
pliancewith this chapter, all applicable provisions of 661—Chapter 221, and lowa Code chapter 101 at
all times.

661—224.4(101Registration of existing and new tanks—feesAll existing, new, replacement and
out-of-service aboveground tanks of 1101-gallon capacity or greater shall be registered with the state
fire marshal. This requirement applies to aboveground tanks used to store petroleum, as defined il
lowa Code section 455B.471, which includes crude oil, heating oil offered for resale, motor fuels and
oils such as gasoline, diesel fuels and motor oil. Tanks which are used, or planned for use, to stor
blended fuels which include either gasoline or diesel are subject to this requirement.

224.4(1) Registration form.Registration forms for aboveground storage tanks may be obtained
from the fire marshal division. A completed registration form shall be submitted to the fire marshal
division by the date on which it is due and shall be accompanied by the applicable fee, including any
applicable late charges.

224.4(2) Fees. The annual registration fee for each tank shall be $10. The fee shall cover registra-
tion for each tank for one year, which ends on October 1. If a tank is registered on or after October 1 o
any year, payment of the fee shall cover registration until the following October 1.

224.4(3) Registration deadlineEach tank shall be registered annually by October 1 of each year.
ExcepTiON: A tank may be registered for the first time on any date without penalty, provided that it
has not previously been in use to store petroleum products. A tank that is registered for the first time
shallnot be used to store petroleum products until the registration has been completed and the registrz

tion tag has been attached to the tank.

224.4(4) Late fees A late fee of $25 per tank shall be imposed for failure to register a tank prior to
October 3lkach year. The fee shall apply individually to each tank for which registration was not com-
pleted prior to October 31.

661—224.5(101)Approval of plans. A registration tag for a new aboveground storage tank shall not
be issued prior to approval by the state fire marshal of plans for the installation of the tank and paymen
of the required plan review fee. The state fire marshal may require inspection of the tank and paymen
of an inspection fee prior to use of the tank.
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661—224.6(101) Inspections and orders.

224.6(1) Inspections.Any tank is subject to inspection at any time by the state fire marshal, an
employee ofhe state fire marshal, a local fire chief, or any member of the local fire department desig-
nated by the local fire chief. Any of the persons listed who seeks to inspect a tank pursuant to this rule
shall, upon request, be allowed access to any facility in which a tank or tanks are located. At any time
such a facility is attended, the attendant shall allow immediate access to the facility to the person who
requests access to the facility in order to conduct an inspection. If a facility is unattended, the person
who seeks to conduct the inspection shall notify the owner or operator of the facility. During regular
business hours, or between 8 a.m. and 4 p.m. Monday through Friday, access shall be allowed within
one hour of natification. If access is sought other than during regular business hours, access shall be
provided at 8 a.m. on the next weekday other than a holiday. If the person who seeks access to the
facility indicates that access is being sought to investigate an emergency or potential emergency, the
owner of the facility shall provide access within one hour of receiving the request, regardless of the
time of day or day of the week when the request is received.

224.6(2) Orders. If the person who conducts an inspection pursuant to subrule 224.6(1) finds that a
tank is in violation of any applicable provision of this chapter, 661—Chapter 221, or lowa Code chap-
ter 101, the person may issue an order for correction. The order shall specify the violation or violations,
corrective actions to be taken, and the time allowed for completion of the corrective actions.

224.6(3) Suspension of usdf any corrective action ordered pursuant to subrule 224.6(2) is not
completed in the time specified in the order issued pursuant to subrule 224.6(2), the state fire marshal
may order that the tank be placed out of service until the corrective action or actions have been com-
pleted. If a tank is ordered to be placed out of service pursuant to this subrule, the tank shall have a
sticker prominently affixed to it which states that the tank is out of service by order of the state fire
marshal and that it is a violation of law to transfer any petroleum product into the tank.

224.6(4) Emergency orderlf the fire marshal finds that a violation identified during an inspection
conducted pursuant to subrule 224.6(1) creates an imminent threat to public safety or public health, or
if the fire marshal finds, after consultation with the department of natural resources, that such a viola-
tion creates an imminent threat of environmental damage, the fire marshal shall order that the tank be
placed out of service immediately and may order that the tank be evacuated of liquid and purged of
vapors. If atank is ordered to be placed out of service pursuant to this subrule, the tank shall have a
sticker prominently affixed to it which states that the tank is out of service by order of the state fire
marshal and that it is a violation of law to transfer any petroleum product into the tank.

224.6(5) Notice. Notice of any order issued pursuant to this rule shall be given to the owner or
operator of a tank subject to the order. Notice of an emergency order issued pursuant to subrule
224.6(4) shall be given by personal service. Notice of any other order issued pursuant to this rule may
be given by regular mail or personal service.

ExcepTioN: If the owner of a tank subject to an order issued pursuant to this rule is unknown or
cannot béocated, notice shall be considered to have been given if the notice is served personally to any
person athe location of the tank or, if no person is present, by affixing the notice to the tank. Alterna-
tively, notice may be given by mailing the notice to the address at which the tank is located, with a
return receipt requested. Notification from the United States Postal Service that delivery was at-
tempted unsuccessfully or that delivery was refused shall serve as proof that notice was given.

661—224.7(101) Leaks, spills, or damagény leak from, spill from, or damage to a storage tank
shall be reported to the local fire department and, if required by law, to the department of natural re-
sources. If &ank is leaking or has been damaged, it shall be placed out of service until the leak has been
repaired. Asign shall be placed prominently on the tank stating that the tank is out of service and that
no petroleum product shall be placed into the tank until required repairs have been completed.
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661—224.8(101) Civil penalty.The fire marshal may impose a civil penalty upon the owner of a
storage tank for any of the following:

1. Failure to register a storage tank currently being used to store a petroleum product if the regis-
tration is more than 30 days late.

2. Allowing any petroleum product to be placed into a tank which has been ordered to be placed
out of service and for which the order has not been rescinded or allowing any petroleum product to be
placedinto any tank which has been damaged or is leaking, if the damage or leak has not been repairec

A civil penalty issued pursuant to this rule and to lowa Code section 101.26 shall not exceed $100
for each day during which the violation occurs or $1000 in total.

661—224.9(17A,101) AppealsAny order or civil penalty issued pursuant to this chapter may be
appealed using the procedures specified in 661—Chapter 10, except that each time “commissioner”
“commissioner of public safety” appears, it shall be replaced by “state fire marshal.”

224.9(1) Any order or civil penalty appealed pursuant to this rule shall be stayed until the issuance
of a final agency decision.

ExcepTioN: An emergency order issued pursuant to subrule 224.6(4) shall not be stayed and shall
take effect immediately upon notification of the order to the owner of the tank.

224.9(2) Reserved.

These rules are intended to implement lowa Code sections 101.21 through 101.27.

[Filed 11/1/07, Notice 9/26/07—published 11/21/07, effective 1/1/08]

CHAPTER 225
Reserved



